[~ 42.00 —
— 5.00 |- 32.00 = 500 [—-——m
i
- +00 GENERAL NOTES
N P 1. FLOOR MOUNTED ENCLOSURE.
- | N / | TYPE 1 CONSTRUCTED FROM CODE GAUGE STEEL.
z | \ | x FINISH: ANSI 61 GRAY POLYESTER SEMI GLOSS ELECTROSTATIC POWDER.
TOP
© CONDUIT AREA < 2. DOORS EQUIPPED WITH KEY LOCKABLE HANDLE AND CAPTIVE SCREWS.
a ” ” Ll 30.00 38.00
N 52.007 X 50.00 v 3. DESIGNED FOR FRONT ACCESS ONLY.
| / \ | 4. RECOMMENDED CLEARANCES: FRONT: 38" REAR: NONE.
| y N |
) . 5. M9 CENTER OF GRAVITY
i ‘ 6. APPROXIMATE WEIGHT: 1230 LBS.
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ITRANSFER SWITCH
TOP VIEW
1. G FRAME TRANSFER SWITCH 1000A — 2000A.
2. TRANSFER SWITCH RATING: 1000 AMPS, 1200 AMPS, 1600 AMPS, 2000 AMPS.
B 5800 B +2.00 ~ SHORT CIRCUIT RATING WHEN PROTECTED BY A CIRCUIT BREAKER
I ' e e R B e e e e, FOR 1000—2000A, TIME RESPONSE, MAXIMUM 0.05 SECONDS: 85,000 RMS SYM @ 480V.
e e e B L L X X L THE SOURCES MUST BE PROTECTED BY A REMOTE OVERCURRENT
EEEEEEEEEEEEEEEEE i | PROTECTION DEVICE AS LISTED ON THE MARKINGS ON THE TRANSFER SWITCH.
vy 3. A FULL RATED NEUTRAL CONNECTION FOR EACH SOURCE AND THE LOAD IS OPTIONAL.
Vs WHEN PROVIDED IT IS IN ONE OF THE FOLLOWING FORMATS.
3 | A.  SOLID NEUTRAL
B. SWITCHED NEUTRAL POLE
! Y LOAD T 4. UL 1008
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MANUAL ; c : 2
OPERATION—— | : FE { Z TERMINATIONS 1000—1200 AMPS
HANDLE ; L]
ﬂ 2 1. SUPPLIED WITH STANDARD MECHANICAL (SCREW TYPE) LUGS .
b eeeasomommammamame SOURCE 1: (4) 1/0 AWG — 600MCM PER PHASE & NEUTRAL
° ﬂf)ﬂiﬂ" 4 q > Xk e K X Kk i K X K LOAD: (4) 1/0 AWG — 600MCM PER PHASE & NEUTRAL
i ps 1y o 91.00 E e s s s SOURCE 2: (4) 1/0 AWG — 600MCM PER PHASE & NEUTRAL
| m ] TTEETEEEEEeREeEeesT GROUND: (12) 1/0 —750MCM
B >
| U < A. SUITABLE WIRE BENDING SPACE IS PROVIDED AS PER THE NEC
) TPl (- o q % 2. OPTIONAL LUGS MAY BE SUPPLIED.
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U L_ﬁﬂk > TERMINATIONS 1600—2000 AMPS
A GROUND SOURCE 2
46.00 46.00 1 o o rorofosoTiEoze o 0 ° 1. SUPPLIED WITH STANDARD MECHANICAL (SCREW TYPE) LUGS .
- ° ° Ssolesolaen . o o o SOURCE 1: (6) 1/0 AWG — 600MCM PER PHASE & NEUTRAL
000|0OR|IeOe
LOAD: (6) 1/0 AWG — B00MCM PER PHASE & NEUTRAL
05 8 — | SOURCE 2: (6) 1/0 AWG — B600MCM PER PHASE & NEUTRAL
GROUND: (18) 1/0 —750MCM
] A. SUITABLE WIRE BENDING SPACE IS PROVIDED AS PER THE NEC
T annnnnn EEsssssasnnnaaas 2. OPTIONAL LUGS MAY BE SUPPLIED.
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